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Introduction

Objective
Our objective was to physically inspect U.S. military-occupied facilities at 
Camp Buehring, Kuwait, to verify compliance with health and safety policies 
and standards regarding electrical and fire protection systems.  This project 
was conducted in support of the overseas contingency operation, Operation 
INHERENT RESOLVE and was completed in accordance with our oversight 
responsibilities, described in Section 8L of the Inspector General Act of 1978, 
as amended.  See Appendix A for information about the scope and methodology.

Background
The DoD Office of Inspector General (OIG) regards the health and safety of the 
warfighter as a priority and has previously performed similar inspections of 
U.S. military-occupied facilities in Southwest Asia, Asia, the Middle East, and the 
United States.  This inspection project verified whether the U.S. military-occupied 
facilities at Camp Buehring were in compliance with DoD health and safety policies 
and standards.  This inspection was conducted onsite at Camp Buehring, Kuwait.  

Camp Buehring, Kuwait
Camp Buehring is a desert camp located on the Udairi Range Complex 48 miles 
northwest of Kuwait City, the capital, which has 4.2 million inhabitants.  
Camp Buehring is approximately 25 miles from the Iraqi border.  It was 
established as a temporary training camp, with joint training facilities for 
both U.S. and Kuwaiti military personnel.  

Inspection Process and Criteria
We inspected U.S. military-occupied facilities at Camp Buehring to verify 
compliance with DoD health and safety policies and standards.  We reviewed 
DoD policies and standards to determine which Unified Facilities Criteria (UFC) 
and National Fire Protection Association (NFPA) codes were applicable for the fire 
and electrical system safety inspection.  Although the U.S. military has occupied 
the facilities at Camp Buehring since 2002, all housing facilities are designated as 
temporary (life expectancy of 5 years or less) or semipermanent (life expectancy of 
less than 10 years).  We therefore inspected to the UFC 1-201-01, “Non-Permanent 
DoD Facilities in Support of Military Operations,” January 1, 2013, for temporary 
and semipermanent facilities as opposed to UFCs for enduring facilities.  
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We also inspected to base policies, such as the Department of the Army, 
Area Support Group Kuwait (ASG-KU) Command Policy Memorandum 13, “Fire 
Prevention,” August 13, 2015.  See Appendix B for a list of inspection standards 
and criteria.  We inspected housing facilities, which included buildings with internal 
and external room entries, trailer billets, tents, latrines, showers, and laundry 
and mechanical rooms.  We also inspected the new Kuwaiti Energy Efficiency 
Project (KEEP) buildings; which provide  energy-efficient, modular billeting.

Government contract administration policies and practices were not the focus of 
this inspection.  However, the inspection team included an audit subject matter 
expert (SME) who reviewed the Kuwait-Base Operations and Security Support 
Services (K-BOSSS) contract W52P1J-10-C-0062 Performance Work Statement (PWS) 
with regard to electrical and fire protection requirements and interviewed 
the electrical and fire protection contracting officer’s representatives (CORs).  
We also interviewed residents, maintenance personnel, and other installation 
SMEs.  DoD OIG onsite inspectors were accompanied by representatives from the 
Directorate of Public Works (DPW) and the maintenance contractor.  After our 
inspection was completed, we briefed the results to the installation commander 
and his staff, and provided them a draft copy of all deficiencies identified. 
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Overall Findings and Recommendations

Overall Findings and Recommendations
We inspected 59 buildings and 178 rooms.  We identified a total of 538 deficiencies:  
198 in electrical and 340 in fire protection.  We provided draft copies of all 
deficiencies to U.S. Army Central (USARCENT) for review and comment and to 
expedite corrective actions.  Any individual or combination of these deficiencies 
increases the risk of shock, fire, injury, and the loss of life or property.  We found 
that multiple electrical and fire protection systems for U.S. military-occupied 
facilities at Camp Buehring were insufficient, unreliable, or unsafe.  The majority 
of the deficiencies were the result of insufficient inspection, inadequate routine 
maintenance, lack of an effective maintenance and inspection plan, and ineffective 
project oversight.  In addition, Camp Buehring did not have any permanent, 
Government-employed master electricians or fire protection engineers.

Army Contracting Command Rock Island awarded a cost-plus-award-fee 
contract W52P1J-10-C-0062 on September 29, 2010, to provide services in support 
of ASG-KU.  If all option periods are exercised, the period of performance for this 
contract can extend to March 28, 2017.  

The inspection team conducted a review of the K-BOSSS PWS with regard to 
electrical and fire protection system-related requirements.  The PWS did not 
require that the contractor perform electrical maintenance to any specific 
standard.  Also, the PWS inspection, testing, and maintenance requirements for fire 
alarm and fire protection systems did not reference the appropriate UFC criteria.
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Finding A

Camp Buehring Electrical System Deficiencies 
We identified 198 electrical code deficiencies.  These deficiencies could have been 
mitigated if USARCENT had ensured that electrical installation and maintenance was 
performed as required by applicable UFC codes and standards and base policy.  As a 
result, these deficiencies pose an increased risk of shock, electrocution, and fire.  

We documented 198 deficiencies related to electrical systems (see Figure 1).  The 
deficiencies were related to equipment installation and maintenance, safety, ground 
wires and bonding, equipment accessibility and label, and maintenance contract.  
Maintenance contract is a deficiency related to electrical systems, and it will be 
discussed in Finding C.  All of these deficiencies pose a risk of shock, electrocution, 
or fire.  

Figure 1.  Camp Buehring Electrical Deficiencies by Category

Source:  DoD OIG

We found that electrical equipment installation and maintenance at Camp Buehring 
had not been performed in a manner consistent with the National Electrical 
Code (NEC).  We identified 34 instances of improper attachment of electrical wires 
to heating ventilation and air conditioning (HVAC) units and outdoor lighting 
fixtures.  These wires are required to have sheathing or flexible conduit secured 

 

110

43

29

15

1
0

20

40

60

80

100

120

Equipment
Installation /
Maintenance

Safety Ground Wires /
Bonding

Equipment
Accessibility/Label

Maintenance
Contract

N
um

be
r o

f D
ef

ic
ie

nc
ie

s













Findings

10 │ DODIG-2016-139

requirements for fire and electrical inspection capabilities and professional 
engineering disciplines at Camp Buehring to provide quality assurance to the 
contractor on the K-BOSSS.  USARCENT has previously identified the need for fire 
and electrical inspections and resources with Task Force Protect Our Warfighters 
and Electrical Resources (TF POWER).  This seven-man team provides the 
knowledge and expertise to conduct inspections and immediate repairs needed 
to ensure life, health, and safety of U.S. forces.   

Our Response 
Comments from the Assistant Chief of Staff, Engineers, addressed all specifics of 
the recommendation, and no further comments are required.  
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Finding B

Camp Buehring Fire Protection System Deficiencies
We identified 340 fire protection deficiencies.  These deficiencies could have 
been mitigated if USARCENT had ensured that fire protection system installation, 
maintenance, and inspection were performed as required by applicable UFC codes 
and standards and base policy.  As a result, these deficiencies pose an increase in 
the risk of fire, injury, and loss of life or property.  

We documented 340 deficiencies related to fire protection systems (Figure 7).  
The deficiencies related to means of egress, fire alarm and mass notification, fire 
prevention, fire suppression, and maintenance contract.  Maintenance contract is 
a deficiency related to fire protection systems that will be discussed in Finding C.  
These deficiencies increase the risk of fire, injury, or death. 

Figure 7.  Camp Buehring Electrical Deficiencies by Category

Source:  DoD OIG
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Recommendations, Management Comments, and 
Our Response
Recommendation B
We recommend that the Commander, U.S. Army Central:

1. Conduct a root cause analysis and implement a corrective action plan for 
all fire protection deficiencies identified in this report.  

2. Create and execute a plan for ongoing inspection and maintenance 
of all U.S. military-occupied facilities at Camp Buehring and other 
locations where the Commander, Area Support Group Kuwait, provides 
base operations support and inspections to ensure inspections and 
maintenance of these locations complies with applicable fire protection 
safety codes and standards.  

U.S. Army Central Comments 
The Assistant Chief of Staff, Engineers, responding for USARCENT, agreed, 
stating that TF POWER will be used for quality assurance for inspections of 
Camp Buehring electrical and fire protection upgrades and for repairs to correct 
deficiencies identified in this report.  The TF POWER team will ensure all K-BOSSS 
contractor repairs are performed in compliance with the appropriate UFC codes. 

Our Response 
Comments from the Assistant Chief of Staff, Engineers, addressed all specifics of 
the recommendation, and no further comments are required. 
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Finding C

Camp Buehring Inspections
As noted in Finding A and B, we identified electrical and fire protection work that 
was not inspected to applicable electrical and fire protection codes and standards.  
Inspections were not conducted to code because the K-BOSSS PWS did not provide 
requirements to ensure that the inspections are adequate.  The CORs do not have 
the technical expertise to ensure compliance with the appropriate UFC and base 
policies, codes, and standards.  

We reviewed the K-BOSSS contract W52P1J-10-C-0062 PWS with regard to the 
maintenance contract electrical systems requirements.  The Department of the 
Army, Area Support Group Kuwait (ASG-KU) Command Policy Memorandum 13, 
“Fire Prevention,” August 13, 2015, requires all electrical wiring, plugs, outlets, 
switches, and similar devices to be installed or modified only by ASG-KU DPW 
electricians or a certified contractor, in accordance with the NEC.  Also, NEC 
criteria are referenced in the applicable UFC 1-201-01.  Therefore, the contractor 
is required to maintain power to facilities, and is required to perform electrical 
maintenance to any specific standard such as the NEC.  Sections C.5.7.7.8 
and C.5.7.7.8.1 of the contract require that interior and exterior electrical systems 
are maintained and power is supplied, but does not reference a relevant safety 
standard.  The contract PWS needs to provide clearer guidance on electrical safety 
requirements to hold the K-BOSSS contactor accountable for observed safety 
deficiencies in maintenance work to minimum NEC requirements, as prescribed 
in the ASG-KU policy memorandum and UFC 1-201-01.  

We also reviewed the K-BOSSS contract PWS with regard to the maintenance 
contract fire protection requirements.  The contract lacked references to 
the appropriate UFC for inspection, testing, and maintenance (ITM) of fire 
protection systems.  Specific sections of the contract related to inspection, 
test, and maintenance requirements for fire alarm and fire protection systems 
do not reference the appropriate UFC criteria.  For example:  (1) Contract 
section C.5.10.3.7.5.2.2.3 states, “Fire alarm system testing and maintenance 
shall be performed in accordance with manufacturers’ specifications, and the 
United States Government UFC;” (2) Contract section C.5.10.3.7.4.2 states, “Project 
site inspections shall be conducted IAW ASG-KU engineering guidelines; using 
approved statements of work & submittals, procedural memorandums, Fire 
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Prevention regulations, all applicable NFPA codes and standards to include fire 
protection UFC;” and (3) Contract section C.5.10.3.7.3 states, “Contractor shall test 
and inspect wet pipe fixed fire suppression systems IAW appropriate manufacturer 
or USG specifications.”  

General references to all UFC criteria as well as manufacturer’s specifications and 
NFPA requirements result in confusion and the inability to effectively monitor 
the contractor performance.  It can also result in excessive inspection, testing, 
and maintenance taskings that may overburden the contractor performing these 
necessary tasks, and result in unnecessary additional cost to the Government.  The 
UFC 3-601-02, “Operation and Maintenance: Inspection, Testing, and Maintenance 
of Fire Protection Systems,” provides requirements for ITM of engineered fire 
protection features in DoD facilities.  Deviation from this document is not allowed 
without prior approval of the component office of responsibility Authority Having 
Jurisdiction.  This document should be the primary reference for ITM of fire alarm 
and fire suppression systems.  

Based on the review of the PWS electrical and fire protection-related requirements 
and interviews with ASG-KU CORs, we identified a lack of Government oversight 
for these sections of the PWS.  The inspection team interviewed the COR assigned 
to the Electrical and Generator sections of the PWS, which contain the electrical 
requirements of the contract.  He explained that he has a background in electrical 
work, but is not a master electrician.  He also stated that he does not always know 
what to specifically look for when he conducts his inspection of the contractor’s 
work.  Furthermore, the base command does not have a master electrician on site, 
and although the contractor is required to have one master electrician, it would be 
inappropriate to have this master electrician inspecting his own work.  As a result, 
the COR cannot ensure that ASG-KU is receiving quality products and services from 
the contractor.  

We also interviewed the COR assigned to the Security, Fire, and Emergency Services 
section of the PWS, which contain the fire protection requirements of the contract.  
The COR is not a fire protection engineer, and the base command does not have a 
fire protection engineer on staff.  The contractor does not have a fire protection 
engineer onsite, although, as previously stated, it would be inappropriate use the 
contractor because he would be inspecting his own work.  As a result, the COR 
cannot ensure that the contractor is meeting the PWS performance measurements 
and that the ASG-KU is receiving quality products and services from the contractor.
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Conclusion 
The contract did not require the contractor to meet applicable electrical safety 
standards.  Also, the contract has general fire alarm and fire protection references 
to all UFC criteria, manufacturer’s specifications, and NFPA requirements.  These 
imprecise requirements resulted in confusion and the inability to effectively 
monitor the contractor performance.  Furthermore, the CORs did not have the 
requisite technical expertise to conduct the appropriate inspections.   

Recommendations, Management Comments, and 
Our Response
Recommendation C
We recommend that the Commander, U.S. Army Central:

1. Revise the contract Performance Work Statement to ensure that the 
contract requires the contractor to maintain the electrical systems to the 
National Electrical Code.    

2. Revise the contract Performance Work Statement to ensure the contract 
requires the contractor to maintain the fire protection systems to Unified 
Facilities Criteria 3-601-02.  

U.S. Army Central Comments
The Assistant Chief of Staff, Engineers, responding for USARCENT, agreed with 
these recommendations, but did not provide any details on how or when the 
Performance Work Statements would be revised.

Our Response
Comments from Assistant Chief of Staff, Engineers, responding for USARCENT, 
did not address Recommendations C.1 and C.2.  The comments from USARCENT 
stated that he agreed with the recommendations, but did not specifiy how or when 
Recommendations C.1 and C.2 would be implemented.  Therefore, we request 
further comments specifying how and when these actions will be completed.  

3. Provide the contracting officer’s representative staff with the required 
technical assistance of a master electrician at Camp Buehring to evaluate 
and inspect contractor performance (under the Performance Work 
Statement revised in Recommendation C.1) to ensure that all military 
housing and other structures comply and maintain compliance with 
applicable electrical codes.  
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4. Provide the COR with the required technical assistance of a fire protection 
engineer at Camp Buehring to evaluate and inspect contractor performance 
(under the PWS revised in Recommendation C.2) to perform inspections, 
design reviews, and acceptance testing, and verify that all military housing 
and other structures meet UFC codes, standards, and policies for fire 
protection systems. 

U.S. Army Central Comments
The Assistant Chief of Staff, Engineers, responding for USARCENT, agreed, stating 
that ASG-KU Safety and DPW North recommends retaining the services of permanent, 
Government employees as a resident master electrician, HVAC technician, plumber, 
structural engineer, electrical engineer, mechanical engineer, civil engineer, fire 
protection engineer, environmental engineer, and safety engineer.  These personnel 
would perform inspections, design reviews and acceptance testing, and would 
verify that all military housing and other structures meet applicable codes, policies, 
and standards.

Our Response
Comments from USARCENT addressed the specifics of recommendations, and no 
further comments are required.  
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Appendix A

Scope and Methodology
We conducted the onsite physical inspection from February 16 through 26, 2016.  
We limited our inspection of Camp Buehring, Kuwait, to U.S. military-occupied 
facilities.  We inspected to applicable UFC standards in accordance with the 
Council of the Inspectors General on Integrity and Efficiency, “Quality Standards 
for Inspection and Evaluation.”  Those standards require that we plan and perform 
the inspection to obtain sufficient appropriate evidence to provide a reasonable 
basis for our findings and conclusions based on our inspection objectives.  We 
believe that the evidence obtained provides a reasonable basis for our findings and 
conclusions based on our inspection objectives. 

We independently selected living facility units based on size, type, age, and work 
orders.  Also, some were selected at random.  We also interviewed CORs, residents, 
maintenance personnel, facility management, and other installation SMEs.    

Use of Computer-Processed Data
We did not use computer-processed data to perform this inspection. 

Use of Technical Assistance 
During this inspection, we used the assistance of SMEs in the areas of electrical 
system safety, fire protection engineering, and quality assurance.  SMEs were 
certified in their associated fields. 

Prior Coverage 
During the last 5 years, the DoD OIG issued several reports discussing military 
housing inspections.  Unrestricted DoD OIG reports can be accessed at  
http://www.dodig.mil/pubs/index.cfm.

Report No. DODIG-2016-106, “U.S. Military – Occupied Facilities Inspection – 
King Abdullah II Special Operations Training Center,” July 7, 2016

Report No. DODIG-2015-181, “Continental United States Military Housing 
Inspections – Southeast,” September 24, 2015

Report No. DODIG-2015-162, “Continental United States Military Housing 
Inspections – National Capital Region,” August 13, 2015 
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Report No. DODIG-2015-160, “U.S. Army Generally Designed Adequate Controls 
to Monitor Contractor Performance at the King Abdullah II Special Operations 
Training Center, but Additional Controls Are Needed,” August 7, 2015 

Report No. DODIG-2015-013, “Military Housing Inspections – Republic of Korea,” 
October 28, 2014 

Report No. DODIG-2014-121, “Military Housing Inspections – Japan,” 
September 30, 2014 

Report No. DODIG-2013-099, “Compliance with Electrical and Fire Protection 
Standards of U.S. Controlled and Occupied Facilities in Afghanistan,” July 18, 2013
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Appendix B

Inspection Standards and Criteria
Federal Laws and Standards
Occupational Safety and Health Act of 1970, Section 19, “Federal Agency Safety 
Programs and Responsibilities”

Federal Regulation Notice 29 CFR Standard 1910, “Basic Program Elements for 
Federal Employees - Occupational Safety and Health Programs” 

Executive Order 12196, “Occupational Safety and Health Programs for 
Federal Employees”

Federal Fire Prevention and Control Act of 1974

DoD Policies and Standards
DoD Instruction (DoDI) 6055.01, “DoD Safety and Occupational Health (SOH) 
Program,” October 1, 2014

DoDI 6055.05, “Occupational and Environmental Health,” November 11, 2008 

DoDI 6055.06, “DoD Fire and Emergency Services (F&ES) Program,” 
December 21, 2006

DoDI 4165.63, “DoD Housing,” July 21, 2008

DoD Directive (DoDD) 4715.1E, “Environmental Safety and Occupational Health,” 
March 19, 2005

DoD 4165.63-M, “DoD Housing Management,” October 28, 2010

Under Secretary of Defense for Acquisition, Technology, and Logistics 
Memorandum, “Department of Defense Unified Facilities Criteria,” May 29, 2002

Department of the Army, Area Support Group Kuwait (ASG-KU) Command Policy 
Memorandum 13, ”Fire Prevention,” August 13, 2015

Unified Facilities Criteria 
UFC 1-201-01, “Non-Permanent DOD Facilities in Support of Military Operations,” 
January 1, 2013

UFC 1-202-01, “Host Nation Facilities in Support of Military Operations,” 
September 1, 2013.

UFC 3-410-01, “Heating, Ventilating, and Air Conditioning Systems,” Change 1, 
October 1, 2014
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UFC 3-520-01, “Interior Electrical Systems,” Change 2, July 1, 2012

UFC 3-560-01, “Electrical Safety, O&M,” Change 5, May 1, 2012

UFC 3-600-01, “Fire Protection Engineering for Facilities,” Change 3, March 1, 2013

UFC 3-601-02, “Operation and Maintenance: Inspection, Testing, and Maintenance 
of Fire Protection Systems,” September 8, 2010

National Fire Protection Association Standards 

Electrical Criteria 
NFPA 70, “National Electrical Code (NEC),” 2015 Edition 

Fire Protection Criteria 
NFPA 1, “Fire Code,” 2014 Edition

NFPA 10, “Standard for Portable Fire Extinguishers,” 2013 Edition

NFPA 13, “Standard for the Installation of Sprinkler Systems,” 2013 Edition 

NFPA 13R, “Standard for the Installation of Sprinkler Systems in Low-Rise 
Residential Occupancies,” 2013 Edition 

NFPA 25, “Standard for the Inspection Testing and Maintenance of Water-Based 
Fire Protection System,” 2014 Edition 

NFPA 30, “Flammable and Combustible Liquids Code,” 2015 Edition

NFPA 70, “National Electrical Code,” 2014 Edition

NFPA 72, “National Fire Alarm and Signaling Code,” 2013 Edition

NFPA 80, “Standard for Fire Doors and Other Opening Protective,” 2013 Edition 

NFPA 101, “Life Safety Code,” 2015 Edition 

NFPA 720, “Standard for Installation of Carbon Monoxide Detection,” 2012 Edition

General Environmental Health and Safety Criteria
AR 420-1, “Army Facilities Management,” August 24, 2012

Directorate of Public Works Policy #3 – “Fire Alarm and Suppression System 
Standardization,” June 29, 2015

“ASG-KBOSSS FIRE AND EMERGENCY SERVICES Arifjan-Buehring-SPOD-KNB 
MASTER PLAN 2016”
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Management Comments

Department of the Army, Assistant Secretary of the 
Army, Installations, Energy and Environment
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United States Army Central
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United States Army Central (cont’d)
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Department of the Army, Area Support Group Kuwait
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Department of the Army, Area Support Group 
Kuwait (cont’d)
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Department of the Army, Area Support Group 
Kuwait (cont’d)
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Acronyms and Abbreviations

Acronyms and Abbreviations

AR Army Regulation

USARCENT U.S. Army Central

ASG-KU Area Support Group Kuwait

COR Contracting Officer’s Representative

DoD OIG Department of Defense Office of the Inspector General 

DPW Director Public Works

FAS Fire Alarm System

HVAC Heating, Ventilation, and Air Conditioning

IAW In Accordance With

ITM Inspection, Testing, and Maintenance

K-BOSSS Kuwait‑Base Operations and Security Support Service

KEEP Kuwaiti Energy Efficiency Project

NEC National Electrical Code

NFPA National Fire Protection Association

OIG Office of Inspector General

PWS Performance Work Statement

SME Subject Matter Expert 

TF POWER Task Force Protect Our Warfighters and Electrical Resources

UFC Unified Facilities Criteria 
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Media Contact
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